
dgari. ∅25

∅20

farTi
temp.

rad.(pan)

 101/31.42 m 2

20 °C

1.98 m

1

 
8

7

0

20,10 m

2

56

17,28 m

2

farTi
temp.

rad.(pan)

 102/58.00 m 2

20 °C

2.94 m

farTi
temp.

rad.(pan)

 103/39.43 m
2

20 °C

2.58 m

farTi
temp.

rad.(pan)

 104/16.09 m
2

20 °C

1.52 m

farTi
temp.

rad.(pan)

 105/19.61 m 2

20 °C

1.87 m

farTi
temp.

rad.(pan)

 106/16.17 m
2

20 °C

1.21 m

farTi
temp.

rad.(pan)

 107/6.62 m
2

20 °C

0.53 m

farTi
temp.

rad.(pan)

 108/9.83 m 2

20 °C

0.71 m

farTi
temp.

rad.(pan)

 109/7.22 m 2

20 °C

0.56 m

farTi
temp.

rad.(pan)

 110/42.28 m 2

20 °C

1.11 m

farTi
temp.

rad.(pan)

 111/9.48 m 2

20 °C

1.03 m

farTi
temp.

rad.(pan)

 113/28.31 m 2

20 °C

2.52 m

farTi
temp.

rad.(pan)

 114/9.55 m 2

20 °C

0.83 m

farTi
temp.

rad.(pan)

 115/3.90 m 2

20 °C

0.08 m

farTi
temp.

rad.(pan)

 116/3.57 m 2

20 °C

0.08 m

farTi
temp.

rad.(pan)

 117/7.24 m 2

20 °C

0.15 m farTi
temp.

rad.(pan)

 118/12.94 m 2

20 °C

0.68 m
farTi
temp.

rad.(pan)

 119/16.13 m 2

20 °C

0.91 m

farTi
temp.

rad.(pan)

 120/39.50 m
2

20 °C

1.73 m

farTi
temp.

rad.(pan)

 121/5.76 m 2

20 °C

0.13 m

farTi
temp.

rad.(pan)

 122/13.17 m
2

20 °C

0.78 m

farTi
temp.

rad.(pan)

 123/39.08 m 2

20 °C

1.72 m

farTi
temp.

rad.(pan)

 124/17.12 m 2

20 °C

0.84 m

farTi
temp.

rad.(pan)

 125/14.31 m
2

20 °C

0.87 m

farTi
temp.

rad.(pan)

 126/34.71 m
2

20 °C

1.87 m

farTi
temp.

rad.(pan)

 127/9.29 m
2

20 °C

0.20 m

farTi
temp.

rad.(pan)

 128/6.70 m 2

20 °C

0.14 m

farTi
temp.

rad.(pan)

 129/16.91 m
2

20 °C

1.25 m

farTi
temp.

rad.(pan)

 130/10.55 m 2

20 °C

0.74 m

farTi
temp.

rad.(pan)

 131/11.22 m 2

20 °C

0.75 m

farTi
temp.

rad.(pan)

 132/10.55 m
2

20 °C

0.74 m

farTi
temp.

rad.(pan)

 133/10.26 m 2

20 °C

0.73 m

farTi
temp.

rad.(pan)

 134/12.40 m 2

20 °C

0.78 m

farTi
temp.

rad.(pan)

 135/7.33 m
2

20 °C

0.58 m

farTi
temp.

rad.(pan)

 136/2.57 m 2

20 °C

0.06 m

farTi
temp.

rad.(pan)

 137/2.05 m
2

20 °C

0.04 m

farTi
temp.

rad.(pan)

 138/13.35 m 2

20 °C

0.88 m

farTi
temp.

rad.(pan)

 139/11.85 m 2

20 °C

0.85 m

farTi
temp.

rad.(pan)

 140/10.45 m
2

20 °C

0.83 m

farTi
temp.

rad.(pan)

 141/22.00 m
2

20 °C

1.52 m

farTi
temp.

rad.(pan)

 142/17.07 m
2

20 °C

0.97 m

farTi
temp.

rad.(pan)

 144/20.05 m 2

20 °C

0.99 m

farTi
temp.

rad.(pan)

 145/39.28 m 2

20 °C

1.87 m

farTi
temp.

rad.(pan)

 146/19.07 m 2

20 °C

0.91 m

farTi
temp.

rad.(pan)

 147/18.72 m
2

20 °C

0.90 m

farTi
temp.

rad.(pan)

 148/18.45 m 2

20 °C

0.90 m

farTi
temp.

rad.(pan)

 149/41.60 m 2

20 °C

2.01 m

farTi
temp.

rad.(pan)

 150/14.03 m 2

20 °C

0.72 m

farTi
temp.

rad.(pan)

 151/16.46 m 2

20 °C

0.88 m

farTi
temp.

rad.(pan)

 152/13.29 m 2

20 °C

1.08 m

farTi
temp.

rad.(pan)

 154/91.38 m 2

20 °C

2.36 m

farTi
temp.

rad.(pan)

 155/33.63 m
2

20 °C

0.93 m

farTi
temp.

rad.(pan)

 156/14.91 m 2

20 °C

0.32 m

farTi
temp.

rad.(pan)

 157/14.96 m
2

20 °C

0.32 m

farTi
temp.

rad.(pan)

 160/13.57 m 2

20 °C

1.73 m

farTi
temp.

rad.(pan)

 161/15.71 m
2

20 °C

1.45 m

farTi
temp.

rad.(pan)

 162/11.42 m2

20 °C

1.42 m

farTi
temp.

rad.(pan)

 163/34.58 m
2

20 °C

2.35 m

farTi
temp.

rad.(pan)

 164/3.85 m
2

20 °C

0.18 m

farTi
temp.

rad.(pan)

 165/2.68 m
2

20 °C

0.06 m

farTi
temp.

rad.(pan)

 166/10.17 m
2

20 °C

0.47 m

farTi
temp.

rad.(pan)

 167/4.71 m
2

20 °C

0.22 m

farTi
temp.

rad.(pan)

 168/32.16 m
2

20 °C

1.48 m

farTi
temp.

rad.(pan)

 169/19.23 m 2

20 °C

1.07 m

farTi
temp.

rad.(pan)

 170/33.45 m 2

20 °C

1.64 m

farTi
temp.

rad.(pan)

 171/33.45 m 2

20 °C

1.64 m

farTi
temp.

rad.(pan)

 172/15.94 m 2

20 °C

0.78 m

farTi
temp.

rad.(pan)

 173/15.94 m
2

20 °C

0.78 m

farTi
temp.

rad.(pan)

 174/8.90 m
2

20 °C

0.51 m

farTi
temp.

rad.(pan)

 175/22.38 m
2

20 °C

1.41 m

farTi
temp.

rad.(pan)

 176/14.14 m
2

20 °C

0.74 m

farTi
temp.

rad.(pan)

 177/14.14 m 2

20 °C

0.74 m

farTi
temp.

rad.(pan)

 178/16.85 m 2

20 °C

0.84 m

farTi
temp.

rad.(pan)

 179/13.49 m
2

20 °C

0.72 m

farTi
temp.

rad.(pan)

 180/15.02 m 2

20 °C

0.78 m

farTi
temp.

rad.(pan)

 181/12.27 m 2

20 °C

0.70 m

farTi
temp.

rad.(pan)

 182/16.29 m
2

20 °C

1.10 m

farTi
temp.

rad.(pan)

 183/7.42 m 2

20 °C

0.53 m

farTi
temp.

rad.(pan)

 184/7.16 m 2

20 °C

0.59 m

farTi
temp.

rad.(pan)

 185/9.02 m 2

20 °C

0.95 m

farTi
temp.

rad.(pan)

 186/55.47 m
2

20 °C

1.39 m

farTi
temp.

rad.(pan)

 187/23.76 m
2

20 °C

2.05 m

farTi
temp.

rad.(pan)

 188/15.67 m 2

20 °C

0.33 m

farTi
temp.

rad.(pan)

 189/27.42 m 2

20 °C

2.51 m

farTi
temp.

rad.(pan)

 190/13.92 m 2

20 °C

0.64 m

farTi
temp.

rad.(pan)

 191/12.26 m
2

20 °C

0.57 m

farTi
temp.

rad.(pan)

 192/9.55 m
2

20 °C

0.86 m

farTi
temp.

rad.(pan)

 193/9.07 m 2

20 °C

0.84 m

farTi
temp.

rad.(pan)

 194/17.70 m 2

20 °C

1.31 m

farTi
temp.

rad.(pan)

 195/9.83 m 2

20 °C

0.88 m

farTi
temp.

rad.(pan)

 196/11.04 m 2

20 °C

0.97 m

farTi
temp.

rad.(pan)

 197/11.04 m 2

20 °C

0.97 m

farTi
temp.

rad.(pan)

 198/10.76 m
2

20 °C

0.96 m

farTi
temp.

rad.(pan)

 199/10.98 m
2

20 °C

0.97 m

farTi
temp.

rad.(pan)

 200/19.72 m 2

20 °C

2.16 m

farTi
temp.

rad.(pan)

 201/3.29 m 2

20 °C

0.28 m

farTi
temp.

rad.(pan)

 202/3.29 m
2

20 °C

0.28 m

farTi
temp.

rad.(pan)

 203/10.49 m
2

20 °C

0.69 m

farTi
temp.

rad.(pan)

 204/20.54 m
2

20 °C

2.09 m

farTi
temp.

rad.(pan)

 205/29.07 m 2

20 °C

2.02 m

farTi
temp.

rad.(pan)

 206/17.11 m 2

20 °C

1.12 m

farTi
temp.

rad.(pan)

 207/16.20 m
2

20 °C

1.61 m

farTi
temp.

rad.(pan)

 208/10.55 m
2

20 °C

0.65 m
farTi
temp.

rad.(pan)

 209/10.91 m
2

20 °C

0.66 m
farTi
temp.

rad.(pan)

 210/8.54 m 2

20 °C

0.61 m farTi
temp.

rad.(pan)

 211/13.70 m 2

20 °C

0.80 m

farTi
temp.

rad.(pan)

 212/15.83 m 2

20 °C

0.80 m

farTi
temp.

rad.(pan)

 213/13.05 m
2

20 °C

0.69 m
farTi
temp.

rad.(pan)

 214/13.93 m 2

20 °C

0.73 m

farTi
temp.

rad.(pan)

 215/30.61 m
2

20 °C

1.53 m

farTi
temp.

rad.(pan)

 216/50.00 m 2

20 °C

1.93 m

farTi
temp.

rad.(pan)

 217/53.29 m
2

20 °C

2.01 m
farTi
temp.

rad.(pan)

 218/15.75 m 2

20 °C

1.34 m

farTi
temp.

rad.(pan)

 219/29.47 m
2

20 °C

1.56 m

farTi
temp.

rad.(pan)

 221/7.28 m 2

20 °C

0.86 m

farTi
temp.

rad.(pan)

 222/8.11 m 2

20 °C

0.60 m
farTi
temp.

rad.(pan)

 223/11.80 m 2

20 °C

0.68 m

farTi
temp.

rad.(pan)

 224/15.14 m
2

20 °C

1.18 m

farTi
temp.

rad.(pan)

 225/11.63 m 2

20 °C

1.11 m

farTi
temp.

rad.(pan)

 226/5.82 m 2

20 °C

0.59 m

farTi
temp.

rad.(pan)

 227/5.41 m
2

20 °C

0.12 m

farTi
temp.

rad.(pan)

 228/11.55 m
2

20 °C

1.03 m

farTi
temp.

rad.(pan)

 229/18.54 m 2

20 °C

0.39 m

farTi
temp.

rad.(pan)

 230/6.36 m
2

20 °C

0.13 m

farTi
temp.

rad.(pan)

 232/6.82 m 2

20 °C

0.56 m

farTi
temp.

rad.(pan)

 233/1.85 m 2

20 °C

0.04 m

farTi
temp.

rad.(pan)

 234/5.71 m
2

20 °C

0.13 m

farTi
temp.

rad.(pan)

 235/44.48 m
2

20 °C

0.94 m

farTi
temp.

rad.(pan)

 236/24.49 m 2

20 °C

1.62 m

farTi
temp.

rad.(pan)

 237/60.74 m
2

20 °C

4.01 m

farTi
temp.

rad.(pan)

 238/125.13 m
2

20 °C

5.53 m

farTi
temp.

rad.(pan)

 239/15.40 m 2

20 °C

1.48 m

farTi
temp.

rad.(pan)

 240/217.58 m
2

20 °C

9.59 m

farTi
temp.

rad.(pan)

 241/7.29 m
2

20 °C

0.63 m

farTi
temp.

rad.(pan)

 242/7.32 m 2

20 °C

0.16 m

farTi
temp.

rad.(pan)

 243/2.92 m 2

20 °C

0.06 m

farTi
temp.

rad.(pan)

 244/6.23 m 2

20 °C

0.13 m

farTi
temp.

rad.(pan)

 245/70.97 m 2

20 °C

4.20 m

farTi
temp.

rad.(pan)

 246/11.28 m
2

20 °C

0.83 m

farTi
temp.

rad.(pan)

 247/7.99 m 2

20 °C

0.37 m

farTi
temp.

rad.(pan)

 248/2.03 m
2

20 °C

0.09 m

farTi
temp.

rad.(pan)

 249/39.63 m
2

20 °C

4.43 m
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ganmartebebi

milis gare diametrebi.
kedlis sisqiT da Sida
 diametrebiT(mm)

Ø25x4.2(16.6mm)

Ø32x5.4(21.2mm)

Ø40x6.7(26.6mm)

Ø50x8.3(33.4mm)

Ø63x10.5(42.0mm)

Ø75x12.5(50.0mm)

Ø20x3.4(13.2mm)

Ø90x15.0(60.0mm)

Ø110x18.3(73.4mm)

winamdebare proeqti iTvaliswinebs zugdidSi mdebare saavadmyofos farTis gaTbobas (ventilacia saoperacio
da isntensiuri mlurnalobis  ganyofilebebSi).

proeqti damuSavebulia saqarTveloSi arsebuli samSeneblo normebis, qalaq zugdidis klimaturi pirobebis
da saproeqto davalebebis mixedviT.

 Senobis gaTboba xdeba saqvabe-radiatoris proncipiT, gaTbobis milgayvaniloba daproeqtebulia ormilovani
sistemiT gamoyenebulia polipropilenis da foladis(sardafSi) specialuri damcavi Sriani milebi.  saqvabe
ganTavsebulia ezoSi da daproeqtebulia kedlis kondesaturi daxuruli wvis 2cali 40kv/sT-iani (cxeli
wyalmomaragebisTvis) da 5 cali 150kv(gaTbobisTvis) gazze momuSave qvabebiT. saqvabidan milgayvaniloba gadadis
Senobis sardafis Werze. aucilebelia yvela radiators qondes Semavali da gamomavali ventilebi da damontaJdes
standartebis dacviT(ixileT montaJis nimuSebi). radiatorebad gamoyenebulia antikoroziulad damuSavebuli
PKKP tipis paneluri 60sm simaRlis foladis radiatori(Tbogacema saaTSi Seadgendes aranakleb 1200 vats (ΔT

35°C).

milebi sardafis Werze unda SeifuTos miTiTebuli parametrebis SesafuTiT (sakidebis tipi da
milgayvanilobis Werze Sekidebis sixSire mocemulia, iq sadac milis sakidis montaJi SeuZlebelia milebi
daikidos kedelze an damagrdes iatakze maRali samagriT) sardafSi milgayvaniloba kompensatorebs da avt.
haergamSvebebsar saWiroebs(sardafSi aucilebelia moewyos dgarebTan sistemis daclis kvanZebi.

Senobis saoperciebis gaTboba gagrileba da ventilacia xdeba modinebiTi saventilacio danadgarebiT
romelic uzrunvelyofs 3 jerad haercvlas farTSi xolo 22 jerad(intensiuli palata 15jeradi) haeris brunvas
99.997% iani wmendis hefa filtrebis gamoyenebiT.  ventagregatebs saSualebiT aqvT damatebiTi vrvs
kondesatoruli bloki haeris gagrilebisTvis xolo gaTbobisTvis damatebulia wylis gamaTbobeli kaloliferi
romelic dakavSirebuulia qvabTan, vrvs gare blokebi (gare blokis samuSao diapazoni-5°; +40° gr.cel)
ganTavsebulia fasadze da saxuravze.

naxazebis CamonaTvali

# dasaxeleba indeq
si

format
i

1 Tavfurceli 1 A3

2 ganmartebebi da SeniSvnebi 2 A3

3 detalebi 3 A3

4 sardafis sarTulis gegma 4 A1

5 sardafis sarTulis gegma(1) 5 A3

6 sardafis sarTulis gegma(2) 6 A3

7 I sarTulis sarTulis gegma 7 A0

8 I sarTulis sarTulis gegma(1) 8 A3

9 I sarTulis sarTulis gegma(2) 9 A3

10 I sarTulis sarTulis gegma(3) 10 A3

11 I sarTulis sarTulis gegma(4) 11 A3

12 II sarTulis sarTulis gegma 12 A0

13 II sarTulis sarTulis gegma(1) 13 A3

14 II sarTulis sarTulis gegma(2) 14 A3

15 II sarTulis sarTulis gegma(3) 15 A3

16 III sarTulis sarTulis gegma 16 A0

17 III sarTulis sarTulis gegma(1) 17 A3

18 III sarTulis sarTulis gegma(2) 18 A3

19 III sarTulis sarTulis gegma(3) 19 A3

20 IV sarTulis sarTulis gegma 20 A1

21 IV sarTulis sarTulis gegma(1) 21 A3

22 IV sarTulis sarTulis gegma(2) 22 A3

23 V sarTulis sarTulis da sxvenis gegma 23 A1

24 V sarTulis sarTulis da sxvenis gegma(1) 24 A3

25 V sarTulis sarTulis da sxvenis gegma(2) 25 A3

26 saoperacioebis ventilaciis aqsonometria 26 A3

27 int, palatebis ventilaciis aqsonometria 27 A3

28 vrv sqemebi 28 A3

29 Tburi angariSebi 29 A3

30 saqvabe 30 A3

AutoCAD SHX Text
EL. ENGENEER 



>10sm

L

2-3 sm

11-12 sm

>10sm

2-3 sm
11-12 sm

55sm

60sm

L

milgayvanil
oba

20 300 6
25 300 6
32 500 6
40 500 6
50 700 6
63 800 9
75 1000 9

A

Ø

A

ØD

milgayvanil
oba

20 300
25 300
32 500
40 500
50 700

10mm A

A

ØD

milgayvanilo
ba

20 300
25 300
32 500
40 500
50 700
63 800
75 1000

A

A/2

2000 m3

J 4

f 9

damperi

11.4kv
gagr

16.4kv
gaT

1400 m3

600 m3

2000 m3

M

POSITION

Tanamdeboba

DIRECTOR

direqtori

NAME

saxeli

SIGNATURE

xelmowera

DRAWING NAME:

dasaxeleba:

L. ENGENEER

 inJineri

saproeqto organizacia:

detalebi

 SYMBOLS

simboloebi

 GENERAL NOTES:

SeniSvnebi

CHECKED

 Seamowma

----

i.jaSiaSvili

i.jaSiaSvili

----

-

eveqsis klinikis zugdidis fileali

centraluri gaTbobis proeqti

SCALE

masStabi

g-3 f-30

SHEETS

furclebi

LAYOUT

gverdi

PROCESSING DATE

damuSavebis TariRi

PAGE FORMAT

furclis formati FILE NAME

failis saxeli

15.01.2023

ISO full bleed A3 (420.00 x 297.00 MM)

DWG

AutoCAD SHX Text
(L<0.6m)

AutoCAD SHX Text
0.6<L<1.4m)

AutoCAD SHX Text
(L>1.4m)

AutoCAD SHX Text
 

AutoCAD SHX Text
A

AutoCAD SHX Text
ins

AutoCAD SHX Text
 

AutoCAD SHX Text
A

AutoCAD SHX Text
 

AutoCAD SHX Text
A

AutoCAD SHX Text
EL. ENGENEER 



mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

sardafis სართულის გეგმა

dgari. ∅25

dgari. ∅32

dgari. ∅32

dgari. ∅25

dgari. ∅40

dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40

dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40

dgari. ∅40

dgari. ∅90

dgari. ∅50

dgari. ∅40

∅40∅40

∅40

POSITION

Tanamdeboba

DIRECTOR

direqtori

NAME

saxeli

SIGNATURE

xelmowera

PROCESSING DATE

damuSavebis TariRi

SCALE

masStabi

DRAWING NAME:

dasaxeleba:

AUTHOR

 avtori

saproeqto organizacia:

sardafis sarTulis milgayvanilobis gegma

g-4

PAGE FORMAT

furclis formati FILE NAME

failis saxeli

ISO full bleed A3 (420.00 x 297.00 MM)

----

i.jaSiaSvili

1:125

15.01.2023

f-30

----

eveqsis klinikis zugdidis fileali

centraluri gaTbobis proeqti

DWG

SHEETS

furclebi

LAYOUT

gverdi
3

1

2

AutoCAD SHX Text
0.8X

AutoCAD SHX Text
600

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 25f

AutoCAD SHX Text
 25f

AutoCAD SHX Text
 25f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 50f

AutoCAD SHX Text
 50f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 40f



mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

dgari. ∅25

dgari. ∅32

dgari. ∅32

dgari. ∅25

dgari. ∅40

dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40

dgari. ∅40 dgari. ∅40 dgari. ∅40 dgari. ∅40dgari. ∅50

POSITION

Tanamdeboba

DIRECTOR

direqtori

NAME

saxeli

SIGNATURE

xelmowera

PROCESSING DATE

damuSavebis TariRi

SCALE

masStabi

DRAWING NAME:

dasaxeleba:

AUTHOR

 avtori

saproeqto organizacia:

sardafis sarTilis milgayvanilobis gegma

g-5

PAGE FORMAT

furclis formati FILE NAME

failis saxeli

ISO full bleed A3 (420.00 x 297.00 MM)

----

i.jaSiaSvili

1:150

15.01.2023

f-30

----

eveqsis klinikis zugdidis fileali

centraluri gaTbobis proeqti

DWG

SHEETS

furclebi

LAYOUT

gverdi

1

AutoCAD SHX Text
0.8X

AutoCAD SHX Text
600

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 25f

AutoCAD SHX Text
 25f

AutoCAD SHX Text
 25f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 50f

AutoCAD SHX Text
 50f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f



mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

dgari. ∅40 dgari. ∅40 dgari. ∅40

dgari. ∅40 dgari. ∅40 dgari. ∅40

dgari. ∅40

dgari. ∅90

dgari. ∅40

∅40∅40

∅40

POSITION

Tanamdeboba

DIRECTOR

direqtori

NAME

saxeli

SIGNATURE

xelmowera

PROCESSING DATE

damuSavebis TariRi

SCALE

masStabi

DRAWING NAME:

dasaxeleba:

AUTHOR

 avtori

saproeqto organizacia:

sardafis sarTilis milgayvanilobis gegma

g-6

PAGE FORMAT

furclis formati FILE NAME

failis saxeli

ISO full bleed A3 (420.00 x 297.00 MM)

----

i.jaSiaSvili

1:150

15.01.2023

f-30

----

eveqsis klinikis zugdidis fileali

centraluri gaTbobis proeqti

DWG

SHEETS

furclebi

LAYOUT

gverdi

2

AutoCAD SHX Text
0.8X

AutoCAD SHX Text
600

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 40f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 32f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 75f

AutoCAD SHX Text
 60f

AutoCAD SHX Text
 75f



dgari. ∅25

∅20

farTi

temp.

rad.(pan)

 101/31.42m2

20 °C

1.98 m

1
 
8
7
0

20,10 m2

56

17,28 m2

farTi

temp.

rad.(pan)

 102/58.00m2

20 °C

2.94 m

farTi

temp.

rad.(pan)

 103/39.43m2

20 °C

2.58 m

farTi

temp.

rad.(pan)

 104/16.09m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 105/19.61m2

20 °C

1.87 m

farTi

temp.

rad.(pan)

 106/16.17m2

20 °C

1.21 m

farTi

temp.

rad.(pan)

 107/6.62m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 108/9.83m2

20 °C

0.71 m

farTi

temp.

rad.(pan)

 109/7.22m2

20 °C

0.56 m

farTi

temp.

rad.(pan)

 110/42.28m2

20 °C

1.11 m

farTi

temp.

rad.(pan)

 111/9.48m2

20 °C

1.03 m

farTi

temp.

rad.(pan)

 113/28.31m2

20 °C

2.52 m

farTi

temp.

rad.(pan)

 114/9.55m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 115/3.90m2

20 °C

0.08 m

farTi

temp.

rad.(pan)

 116/3.57m2

20 °C

0.08 m

farTi

temp.

rad.(pan)

 117/7.24m2

20 °C

0.15 m

farTi

temp.

rad.(pan)

 118/12.94m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 119/16.13m2

20 °C

0.91 m

farTi

temp.

rad.(pan)

 120/39.50m2

20 °C

1.73 m

farTi

temp.

rad.(pan)

 121/5.76m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 122/13.17m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 123/39.08m2

20 °C

1.72 m

farTi

temp.

rad.(pan)

 124/17.12m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 125/14.31m2

20 °C

0.87 m

farTi

temp.

rad.(pan)

 126/34.71m2

20 °C

1.87 m

farTi

temp.

rad.(pan)

 127/9.29m2

20 °C

0.20 m

farTi

temp.

rad.(pan)

 128/6.70m2

20 °C

0.14 m

farTi

temp.

rad.(pan)

 129/16.91m2

20 °C

1.25 m

farTi

temp.

rad.(pan)

 130/10.55m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 131/11.22m2

20 °C

0.75 m

farTi

temp.

rad.(pan)

 132/10.55m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 133/10.26m2

20 °C

0.73 m

farTi

temp.

rad.(pan)

 134/12.40m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 135/7.33m2

20 °C

0.58 m

farTi

temp.

rad.(pan)

 136/2.57m2

20 °C

0.06 m

farTi

temp.

rad.(pan)

 137/2.05m2

20 °C

0.04 m

farTi

temp.

rad.(pan)

 138/13.35m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 139/11.85m2

20 °C

0.85 m

farTi

temp.

rad.(pan)

 140/10.45m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 141/22.00m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 142/17.07m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 144/20.05m2

20 °C

0.99 m

farTi

temp.

rad.(pan)

 145/39.28m2

20 °C

1.87 m

farTi

temp.

rad.(pan)

 146/19.07m2

20 °C

0.91 m

farTi

temp.

rad.(pan)

 147/18.72m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 148/18.45m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 149/41.60m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 150/14.03m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 151/16.46m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 152/13.29m2

20 °C

1.08 m

farTi

temp.

rad.(pan)

 154/91.38m2

20 °C

2.36 m
farTi

temp.

rad.(pan)

 155/33.63m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 156/14.91m2

20 °C

0.32 m

farTi

temp.

rad.(pan)

 157/14.96m2

20 °C

0.32 m

farTi

temp.

rad.(pan)

 160/13.57m2

20 °C

1.73 m

farTi

temp.

rad.(pan)

 161/15.71m2

20 °C

1.45 m

farTi

temp.

rad.(pan)

 162/11.42m2

20 °C

1.42 m

farTi

temp.

rad.(pan)

 163/34.58m2

20 °C

2.35 m

farTi

temp.

rad.(pan)

 164/3.85m2

20 °C

0.18 m

farTi

temp.

rad.(pan)

 165/2.68m2

20 °C

0.06 m

farTi

temp.

rad.(pan)

 166/10.17m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 167/4.71m2

20 °C

0.22 m

farTi

temp.

rad.(pan)

 168/32.16m2

20 °C

1.48 m

farTi

temp.

rad.(pan)

 169/19.23m2

20 °C

1.07 m

farTi

temp.

rad.(pan)

 170/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 171/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 172/15.94m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 173/15.94m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 174/8.90m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 175/22.38m2

20 °C

1.41 m

farTi

temp.

rad.(pan)

 176/14.14m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 177/14.14m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 178/16.85m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 179/13.49m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 180/15.02m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 181/12.27m2

20 °C

0.70 m

farTi

temp.

rad.(pan)

 182/16.29m2

20 °C

1.10 m

farTi

temp.

rad.(pan)

 183/7.42m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 184/7.16m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 185/9.02m2

20 °C

0.95 m

farTi

temp.

rad.(pan)

 186/55.47m2

20 °C

1.39 m

farTi

temp.

rad.(pan)

 187/23.76m2

20 °C

2.05 m

farTi

temp.

rad.(pan)

 188/15.67m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 189/27.42m2

20 °C

2.51 m

farTi

temp.

rad.(pan)

 190/13.92m2

20 °C

0.64 m

farTi

temp.

rad.(pan)

 191/12.26m2

20 °C

0.57 m

farTi

temp.

rad.(pan)

 192/9.55m2

20 °C

0.86 m

farTi

temp.

rad.(pan)

 193/9.07m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 194/17.70m2

20 °C

1.31 mfarTi

temp.

rad.(pan)

 195/9.83m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 196/11.04m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 197/11.04m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 198/10.76m2

20 °C

0.96 m

farTi

temp.

rad.(pan)

 199/10.98m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 200/19.72m2

20 °C

2.16 m

farTi

temp.

rad.(pan)

 201/3.29m2

20 °C

0.28 m

farTi

temp.

rad.(pan)

 202/3.29m2

20 °C

0.28 m

farTi

temp.

rad.(pan)

 203/10.49m2

20 °C

0.69 m

farTi

temp.

rad.(pan)

 204/20.54m2

20 °C

2.09 m

farTi

temp.

rad.(pan)

 205/29.07m2

20 °C

2.02 m

farTi

temp.

rad.(pan)

 206/17.11m2

20 °C

1.12 m

farTi

temp.

rad.(pan)

 207/16.20m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 208/10.55m2

20 °C

0.65 m

farTi

temp.

rad.(pan)

 209/10.91m2

20 °C

0.66 m

farTi

temp.

rad.(pan)

 210/8.54m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 211/13.70m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 212/15.83m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 213/13.05m2

20 °C

0.69 m

farTi

temp.

rad.(pan)

 214/13.93m2

20 °C

0.73 m

farTi

temp.

rad.(pan)

 215/30.61m2

20 °C

1.53 m

farTi

temp.

rad.(pan)

 216/50.00m2

20 °C

1.93 m

farTi

temp.

rad.(pan)

 217/53.29m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 218/15.75m2

20 °C

1.34 m

farTi

temp.

rad.(pan)

 219/29.47m2

20 °C

1.56 m

farTi

temp.

rad.(pan)

 221/7.28m2

20 °C

0.86 m

farTi

temp.

rad.(pan)

 222/8.11m2

20 °C

0.60 m

farTi

temp.

rad.(pan)

 223/11.80m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 224/15.14m2

20 °C

1.18 m

farTi

temp.

rad.(pan)

 225/11.63m2

20 °C

1.11 m

farTi

temp.

rad.(pan)

 226/5.82m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 227/5.41m2

20 °C

0.12 m

farTi

temp.

rad.(pan)

 228/11.55m2

20 °C

1.03 m

farTi

temp.

rad.(pan)

 229/18.54m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 230/6.36m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 232/6.82m2

20 °C

0.56 m

farTi

temp.

rad.(pan)

 233/1.85m2

20 °C

0.04 m

farTi

temp.

rad.(pan)

 234/5.71m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 235/44.48m2

20 °C

0.94 m

farTi

temp.

rad.(pan)

 236/24.49m2

20 °C

1.62 m

farTi

temp.

rad.(pan)

 237/60.74m2

20 °C

4.01 m

farTi

temp.

rad.(pan)

 238/125.13m2

20 °C

5.53 m

farTi

temp.

rad.(pan)

 239/15.40m2

20 °C

1.48 m

farTi

temp.

rad.(pan)

 240/217.58m2

20 °C

9.59 m

farTi

temp.

rad.(pan)

 241/7.29m2

20 °C

0.63 m

farTi

temp.

rad.(pan)

 242/7.32m2

20 °C

0.16 m

farTi

temp.

rad.(pan)

 243/2.92m2

20 °C

0.06 m

farTi

temp.

rad.(pan)

 244/6.23m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 245/70.97m2

20 °C

4.20 m

farTi

temp.

rad.(pan)

 246/11.28m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 247/7.99m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 248/2.03m2

20 °C

0.09 m

farTi

temp.

rad.(pan)

 249/39.63m2

20 °C

4.43 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40
dgari. ∅25

∅20

farTi

temp.

rad.(pan)

 101/31.42m2

20 °C

1.98 m

20,10 m2

farTi

temp.

rad.(pan)

 102/58.00m2

20 °C

2.94 m

farTi

temp.

rad.(pan)

 103/39.43m2

20 °C

2.58 m

farTi

temp.

rad.(pan)

 104/16.09m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 105/19.61m2

20 °C

1.87 m

farTi

temp.

rad.(pan)

 106/16.17m2

20 °C

1.21 m

farTi

temp.

rad.(pan)

 107/6.62m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 108/9.83m2

20 °C

0.71 m

farTi

temp.

rad.(pan)

 109/7.22m2

20 °C

0.56 m

farTi

temp.

rad.(pan)

 110/42.28m2

20 °C

1.11 m

farTi

temp.

rad.(pan)

 111/9.48m2

20 °C

1.03 m

farTi

temp.

rad.(pan)

 113/28.31m2

20 °C

2.52 m

farTi

temp.

rad.(pan)

 114/9.55m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 115/3.90m2

20 °C

0.08 m

farTi

temp.

rad.(pan)

 116/3.57m2

20 °C

0.08 m

farTi

temp.

rad.(pan)

 117/7.24m2

20 °C

0.15 m

farTi

temp.

rad.(pan)

 118/12.94m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 119/16.13m2

20 °C

0.91 m

farTi

temp.

rad.(pan)

 120/39.50m2

20 °C

1.73 m

farTi

temp.

rad.(pan)

 121/5.76m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 122/13.17m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 123/39.08m2

20 °C

1.72 m

farTi

temp.

rad.(pan)

 124/17.12m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 125/14.31m2

20 °C

0.87 m

farTi

temp.

rad.(pan)

 126/34.71m2

20 °C

1.87 m

farTi

temp.

rad.(pan)

 127/9.29m2

20 °C

0.20 m

farTi

temp.

rad.(pan)

 128/6.70m2

20 °C

0.14 m

farTi

temp.

rad.(pan)

 129/16.91m2

20 °C

1.25 m

farTi

temp.

rad.(pan)

 130/10.55m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 131/11.22m2

20 °C

0.75 m

farTi

temp.

rad.(pan)

 132/10.55m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 133/10.26m2

20 °C

0.73 m

farTi

temp.

rad.(pan)

 134/12.40m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 135/7.33m2

20 °C

0.58 m

farTi

temp.

rad.(pan)

 136/2.57m2

20 °C

0.06 m

farTi

temp.

rad.(pan)

 137/2.05m2

20 °C

0.04 m

farTi

temp.

rad.(pan)

 154/91.38m2

20 °C

2.36 m

farTi

temp.

rad.(pan)

 240/217.58m2

20 °C

9.59 m

farTi

temp.

rad.(pan)

 244/6.23m2

20 °C

0.13 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

1
 
8
7
0

56

17,28 m2

farTi

temp.

rad.(pan)

 138/13.35m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 139/11.85m2

20 °C

0.85 m

farTi

temp.

rad.(pan)

 140/10.45m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 141/22.00m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 142/17.07m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 144/20.05m2

20 °C

0.99 m

farTi

temp.

rad.(pan)

 145/39.28m2

20 °C

1.87 m

farTi

temp.

rad.(pan)

 146/19.07m2

20 °C

0.91 m

farTi

temp.

rad.(pan)

 147/18.72m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 148/18.45m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 149/41.60m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 150/14.03m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 151/16.46m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 152/13.29m2

20 °C

1.08 m

farTi

temp.

rad.(pan)

 155/33.63m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 156/14.91m2

20 °C

0.32 m

farTi

temp.

rad.(pan)

 157/14.96m2

20 °C

0.32 m

rad.(pan)

 160/13.57m

20 °C

1.73 m

farTi

temp.

rad.(pan)

 163/34.58m2

20 °C

2.35 m

farTi

temp.

rad.(pan)

 165/2.68m2

20 °C

0.06 m

farTi

temp.

rad.(pan)

 169/19.23m2

20 °C

1.07 m

farTi

temp.

rad.(pan)

 170/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 171/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 172/15.94m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 174/8.90m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 176/14.14m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 178/16.85m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 179/13.49m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 180/15.02m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 182/16.29m2

20 °C

1.10 m

farTi

temp.

rad.(pan)

 183/7.42m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 184/7.16m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 186/55.47m2

20 °C

1.39 m

farTi

temp.

rad.(pan)

 188/15.67m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 203/10.49m2

20 °C

0.69 m

farTi

temp.

rad.(pan)

 236/24.49m2

20 °C

1.62 m

farTi

temp.

rad.(pan)

 240/217.58m2

20 °C

9.59 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

farTi

temp.

rad.(pan)

 171/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 172/15.94m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 173/15.94m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 175/22.38m2

20 °C

1.41 m

farTi

temp.

rad.(pan)

 176/14.14m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 177/14.14m2

20 °C

0.74 m

farTi

temp.

rad.(pan)

 178/16.85m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 181/12.27m2

20 °C

0.70 m

farTi

temp.

rad.(pan)

 183/7.42m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 185/9.02m2

20 °C

0.95 m

farTi

temp.

rad.(pan)

 205/29.07m2

20 °C

2.02 m

farTi

temp.

rad.(pan)

 206/17.11m2

20 °C

1.12 m

farTi

temp.

rad.(pan)

 207/16.20m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 208/10.55m2

20 °C

0.65 m

farTi

temp.

rad.(pan)

 209/10.91m2

20 °C

0.66 m

farTi

temp.

rad.(pan)

 210/8.54m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 211/13.70m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 212/15.83m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 213/13.05m2

20 °C

0.69 m

farTi

temp.

rad.(pan)

 214/13.93m2

20 °C

0.73 m

farTi

temp.

rad.(pan)

 215/30.61m2

20 °C

1.53 m

farTi

temp.

rad.(pan)

 216/50.00m2

20 °C

1.93 m

farTi

temp.

rad.(pan)

 217/53.29m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 218/15.75m2

20 °C

1.34 m

farTi

temp.

rad.(pan)

 219/29.47m2

20 °C

1.56 m

farTi

temp.

rad.(pan)

 221/7.28m2

20 °C

0.86 m

farTi

temp.

rad.(pan)

 222/8.11m2

20 °C

0.60 m

farTi

temp.

rad.(pan)

 223/11.80m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 224/15.14m2

20 °C

1.18 m

farTi

temp.

rad.(pan)

 225/11.63m2

20 °C

1.11 m

farTi

temp.

rad.(pan)

 226/5.82m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 227/5.41m2

20 °C

0.12 m

farTi

temp.

rad.(pan)

 228/11.55m2

20 °C

1.03 m

farTi

temp.

rad.(pan)

 229/18.54m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 230/6.36m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 232/6.82m2

20 °C

0.56 m

farTi

temp.

rad.(pan)

 233/1.85m2

20 °C

0.04 m

farTi

temp.

rad.(pan)

 234/5.71m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 235/44.48m2

20 °C

0.94 m

farTi

temp.

rad.(pan)

 237/60.74m2

20 °C

4.01 m

farTi

temp.

rad.(pan)

 238/125.13m2

20 °C

5.53 m

farTi

temp.

rad.(pan)

 239/15.40m2

20 °C

1.48 m

farTi

temp.

rad.(pan)

 241/7.29m2

20 °C

0.63 m

farTi

temp.

rad.(pan)

 242/7.32m2

20 °C

0.16 m

farTi

temp.

rad.(pan)

 243/2.92m2

20 °C

0.06 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

56

17,28 m2

farTi

temp.

rad.(pan)

 142/17.07m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 147/18.72m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 148/18.45m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 149/41.60m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 150/14.03m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 151/16.46m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 152/13.29m2

20 °C

1.08 m

farTi

temp.

rad.(pan)

 155/33.63m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 156/14.91m2

20 °C

0.32 m

farTi

temp.

rad.(pan)

 157/14.96m2

20 °C

0.32 m

farTi

temp.

rad.(pan)

 160/13.57m2

20 °C

1.73 m

farTi

temp.

rad.(pan)

 161/15.71m2

20 °C

1.45 m

farTi

temp.

rad.(pan)

 162/11.42m2

20 °C

1.42 m

farTi

temp.

rad.(pan)

 163/34.58m2

20 °C

2.35 m

farTi

temp.

rad.(pan)

 164/3.85m2

20 °C

0.18 m

farTi

temp.

rad.(pan)

 165/2.68m2

20 °C

0.06 m

farTi

temp.

rad.(pan)

 166/10.17m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 167/4.71m2

20 °C

0.22 m

farTi

temp.

rad.(pan)

 168/32.16m2

20 °C

1.48 m

farTi

temp.

rad.(pan)

 169/19.23m2

20 °C

1.07 m

farTi

temp.

rad.(pan)

 170/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 171/33.45m2

20 °C

1.64 m

farTi

temp.

rad.(pan)

 174/8.90m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 178/16.85m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 179/13.49m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 180/15.02m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 182/16.29m2

20 °C

1.10 m

farTi

temp.

rad.(pan)

 183/7.42m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 184/7.16m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 186/55.47m2

20 °C

1.39 m

farTi

temp.

rad.(pan)

 187/23.76m2

20 °C

2.05 m

farTi

temp.

rad.(pan)

 188/15.67m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 189/27.42m2

20 °C

2.51 m

farTi

temp.

rad.(pan)

 190/13.92m2

20 °C

0.64 m

farTi

temp.

rad.(pan)

 191/12.26m2

20 °C

0.57 m

farTi

temp.

rad.(pan)

 192/9.55m2

20 °C

0.86 m

farTi

temp.

rad.(pan)

 193/9.07m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 194/17.70m2

20 °C

1.31 mfarTi

temp.

rad.(pan)

 195/9.83m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 196/11.04m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 197/11.04m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 198/10.76m2

20 °C

0.96 m

farTi

temp.

rad.(pan)

 199/10.98m2

20 °C

0.97 m

farTi

temp.

rad.(pan)

 200/19.72m2

20 °C

2.16 m

farTi

temp.

rad.(pan)

 201/3.29m2

20 °C

0.28 m

farTi

temp.

rad.(pan)

 202/3.29m2

20 °C

0.28 m

farTi

temp.

rad.(pan)

 203/10.49m2

20 °C

0.69 m

farTi

temp.

rad.(pan)

 204/20.54m2

20 °C

2.09 m

farTi

temp.

rad.(pan)

 236/24.49m2

20 °C

1.62 m

farTi

temp.

rad.(pan)

 245/70.97m2

20 °C

4.20 m

farTi

temp.

rad.(pan)

 246/11.28m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 247/7.99m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 248/2.03m2

20 °C

0.09 m

farTi

temp.

rad.(pan)

 249/39.63m2

20 °C

4.43 m
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ქ. ზუგდიდი

მეორე სართულის გეგმა

farTi

t(° C)

Qh/Qc

vent.

 250/31.44m2

20 °C/23 °C

1.93/3.90 kv

+2000/-1750m3/sT

farTi

temp.

rad.(pan)

 251/17.62m2

20 °C

1.03 m

farTi

temp.

rad.(pan)

 252/19.18m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 253/38.05m2

20 °C

1.19 m

farTi

temp.

rad.(pan)

 254/14.92m2

20 °C

0.83 m

farTi

t(° C)

Qh/Qc

vent.

 255/7.07m2

20 °C/23 °C

0.00/0.46 kv

+0/-350m3/sT

farTi

temp.

rad.(pan)

 256/37.24m2

20 °C

2.43 m

farTi

temp.

rad.(pan)

 257/31.62m2

20 °C

1.80 m

farTi

temp.

rad.(pan)

 258/96.03m2

20 °C

3.38 m

farTi

temp.

rad.(pan)

 259/13.58m2

20 °C

0.57 m

farTi

temp.

rad.(pan)

 260/59.76m2

20 °C

1.59 m

farTi

temp.

rad.(pan)

 261/15.73m2

20 °C

0.55 m

farTi

temp.

rad.(pan)

 262/17.03m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 263/22.38m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 264/20.05m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 265/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 266/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 267/8.93m2

20 °C

0.45 m

farTi

temp.

rad.(pan)

 268/10.13m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 269/9.47m2

20 °C

0.45 m

farTi

temp.

rad.(pan)

 270/10.13m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 271/22.23m2

20 °C

1.04 m

farTi

temp.

rad.(pan)

 272/10.40m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 273/10.49m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 274/9.86m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 275/11.03m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 276/12.14m2

20 °C

0.54 m

farTi

temp.

rad.(pan)

 277/9.68m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 278/10.01m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 279/8.72m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 280/21.96m2

20 °C

1.04 m

farTi

temp.

rad.(pan)

 281/4.97m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 282/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 283/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 284/16.57m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 285/9.93m2

20 °C

0.55 m

farTi

temp.

rad.(pan)

 286/17.73m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 287/19.42m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 288/19.42m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 289/19.42m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 290/19.04m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 291/12.40m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 292/6.06m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 293/8.87m2

20 °C

0.42 m

farTi

temp.

rad.(pan)

 294/3.13m2

20 °C

0.14 m

farTi

temp.

rad.(pan)

 295/23.90m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 296/12.35m2

20 °C

0.50 m

farTi

temp.

rad.(pan)

 297/11.40m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 298/8.71m2

20 °C

0.75 m

farTi

temp.

rad.(pan)

 300/21.22m2

20 °C

1.25 m

farTi

temp.

rad.(pan)

 301/15.88m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 302/7.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 303/10.12m2

20 °C

0.17 m

farTi

temp.

rad.(pan)

 304/32.33m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 305/28.67m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 306/12.32m2

20 °C

0.55 m

farTi

temp.

rad.(pan)

 307/15.49m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 308/14.84m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 309/13.86m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 310/8.60m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 311/15.93m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 312/10.88m2

20 °C

0.17 m

farTi

temp.

rad.(pan)

 313/12.27m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 314/43.01m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 315/11.25m2

20 °C

0.89 m

farTi

temp.

rad.(pan)

 316/16.39m2

20 °C

1.77 m

farTi

temp.

rad.(pan)

 317/16.95m2

20 °C

0.58 m

farTi

temp.

rad.(pan)

 318/6.88m2

20 °C

0.58 m

farTi

temp.

rad.(pan)

 319/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 320/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 321/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 322/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 323/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 324/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 325/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 326/13.69m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 327/12.65m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 328/12.84m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 329/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 330/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 331/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 332/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 333/12.56m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 334/13.37m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 335/13.37m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 336/12.96m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 337/13.37m2

20 °C

0.26 m

farTi

temp.

rad.(pan)

 338/10.62m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 339/33.03m2

20 °C

1.51 m

farTi

temp.

rad.(pan)

 340/23.34m2

20 °C

1.36 m

farTi

temp.

rad.(pan)

 341/22.62m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 342/27.77m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 343/55.50m2

20 °C

1.85 m

farTi

temp.

rad.(pan)

 344/158.74m2

20 °C

1.85 m

farTi

temp.

rad.(pan)

 345/27.25m2

20 °C

1.36 m

farTi

temp.

rad.(pan)

 346/14.44m2

20 °C

0.96 m

farTi

temp.

rad.(pan)

 347/14.44m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 348/14.47m2

20 °C

0.26 m

farTi

temp.

rad.(pan)

 349/49.78m2

20 °C

1.24 m

farTi

temp.

rad.(pan)

 350/92.50m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 351/21.67m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 352/31.73m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 353/42.96m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 354/17.26m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 355/9.84m2

20 °C

0.42 m

farTi

temp.

rad.(pan)

 356/36.21m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 357/11.76m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 358/17.12m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 359/11.13m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 360/7.95m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 361/6.30m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 362/6.30m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 363/16.83m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 365/8.28m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 366/8.28m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 367/4.61m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 368/7.19m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 369/5.08m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 370/18.38m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 371/14.11m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 372/5.25m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 373/3.92m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 485/20.30m2

20 °C

0.44 m
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farTi

t(° C)

Qh/Qc

vent.

 250/31.44m2

20 °C/23 °C

1.93/3.90 kv

+2000/-1750m3/sT

farTi

temp.

rad.(pan)

 251/17.62m2

20 °C

1.03 m

farTi

temp.

rad.(pan)

 252/19.18m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 253/38.05m2

20 °C

1.19 m

farTi

temp.

rad.(pan)

 254/14.92m2

20 °C

0.83 m

farTi

t(° C)

Qh/Qc

vent.

 255/7.07m2

20 °C/23 °C

0.00/0.46 kv

+0/-350m3/sT

farTi

temp.

rad.(pan)

 256/37.24m2

20 °C

2.43 m

farTi

temp.

rad.(pan)

 257/31.62m2

20 °C

1.80 m

farTi

temp.

rad.(pan)

 258/96.03m2

20 °C

3.38 m

farTi

temp.

rad.(pan)

 259/13.58m2

20 °C

0.57 m

farTi

temp.

rad.(pan)

 260/59.76m2

20 °C

1.59 m

farTi

temp.

rad.(pan)

 261/15.73m2

20 °C

0.55 m

farTi

temp.

rad.(pan)

 262/17.03m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 263/22.38m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 264/20.05m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 265/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 266/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 267/8.93m2

20 °C

0.45 m

farTi

temp.

rad.(pan)
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20 °C

0.48 m

farTi

temp.

rad.(pan)
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20 °C
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farTi
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rad.(pan)
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20 °C
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rad.(pan)
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20 °C
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farTi

temp.

rad.(pan)
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20 °C

0.48 m

farTi

temp.

rad.(pan)

 275/11.03m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 349/49.78m2

20 °C

1.24 m

farTi

temp.

rad.(pan)
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20 °C

0.00 m

farTi

temp.

rad.(pan)
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temp.
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0.00 m
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temp.

rad.(pan)
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20 °C

0.00 m
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temp.

rad.(pan)
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20 °C

0.00 m
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temp.

rad.(pan)
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20 °C

0.00 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

2.40 1.40 2.29 1.40 2.37 1.40 1.65 0.90 2.00 1.40 2.45 1.40 2.00 1.40 2.79 1.40 1.80 1.40 2.29 5.08 0.90

1.
80

100.22

6.
40

6.54

36
.7
1

farTi

temp.

rad.(pan)

rad.(pan)

farTi

temp.

rad.(pan)

 273/10.49m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 274/9.86m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 275/11.03m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 276/12.14m2

20 °C

0.54 m

farTi

temp.

rad.(pan)

 277/9.68m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 278/10.01m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 279/8.72m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 280/21.96m2

20 °C

1.04 m

farTi

temp.

rad.(pan)

 281/4.97m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 282/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 283/3.45m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 284/16.57m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 285/9.93m2

20 °C

0.55 m

farTi

temp.

rad.(pan)

 286/17.73m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 287/19.42m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 288/19.42m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 289/19.42m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 290/19.04m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 291/12.40m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 292/6.06m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 293/8.87m2

20 °C

0.42 m

farTi

temp.

rad.(pan)

 294/3.13m2

20 °C

0.14 m

farTi

temp.

rad.(pan)

 295/23.90m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 296/12.35m2

20 °C

0.50 m

farTi

temp.

rad.(pan)

 297/11.40m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 298/8.71m2

20 °C

0.75 m

farTi

temp.

rad.(pan)

 300/21.22m2

20 °C

1.25 m

farTi

temp.

rad.(pan)

 301/15.88m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 302/7.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 303/10.12m2

20 °C

0.17 m

farTi

temp.

rad.(pan)

 304/32.33m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 305/28.67m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 309/13.86m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 310/8.60m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 312/10.88m2

20 °C

0.17 m

farTi

temp.

rad.(pan)

 313/12.27m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 315/11.25m2

20 °C

0.89 m

farTi

temp.

rad.(pan)

 316/16.39m2

20 °C

1.77 m

farTi

temp.

rad.(pan)

 348/14.47m2

20 °C

0.26 m

farTi

temp.

rad.(pan)

 349/49.78m2

20 °C

1.24 m

farTi

temp.

rad.(pan)

 350/92.50m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 351/21.67m2

20 °C

0.23 m

farTi

temp.

rad.(pan)

 352/31.73m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 353/42.96m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 354/17.26m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 355/9.84m2

20 °C

0.42 m

farTi

temp.

rad.(pan)

 356/36.21m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 369/5.08m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 370/18.38m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 371/14.11m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 372/5.25m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 373/3.92m2

20 °C

0.00 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

36
.7
1

14.80 9.98 35.92

60.70

farTi

temp.

rad.(pan)

 304/32.33m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 306/12.32m2

20 °C

0.55 m

farTi

temp.

rad.(pan)

 307/15.49m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 308/14.84m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 311/15.93m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 312/10.88m2

20 °C

0.17 m

farTi

temp.

rad.(pan)

 314/43.01m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 317/16.95m2

20 °C

0.58 m

farTi

temp.

rad.(pan)

 318/6.88m2

20 °C

0.58 m

farTi

temp.

rad.(pan)

 319/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 320/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 321/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 322/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 323/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 324/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 325/13.39m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 326/13.69m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 327/12.65m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 328/12.84m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 329/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 330/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 331/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 332/13.83m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 333/12.56m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 334/13.37m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 335/13.37m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 336/12.96m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 337/13.37m2

20 °C

0.26 m

farTi

temp.

rad.(pan)

 338/10.62m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 339/33.03m2

20 °C

1.51 m

farTi

temp.

rad.(pan)

 340/23.34m2

20 °C

1.36 m

farTi

temp.

rad.(pan)

 341/22.62m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 342/27.77m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 343/55.50m2

20 °C

1.85 m

farTi

temp.

rad.(pan)

 344/158.74m2

20 °C

1.85 m

farTi

temp.

rad.(pan)

 345/27.25m2

20 °C

1.36 m

farTi

temp.

rad.(pan)

 346/14.44m2

20 °C

0.96 m

farTi

temp.

rad.(pan)

 347/14.44m2

20 °C

0.44 m

farTi

temp.

rad.(pan)

 363/16.83m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 369/5.08m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 370/18.38m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 485/20.30m2

20 °C

0.44 m

dgari. ∅40

dgari. ∅32

dgari. ∅32
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dgari. 
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ქ. ზუგდიდი

მესამე სართულის გეგმა

WC WC WC WCWC WC WC WC

WC

WC WC WCWCWC WC

WC

farTi

t(° C)

Qh/Qc

vent.

 374/31.33m2

20 °C/23 °C

2.88/4.62 kv

+2000/-1750m3/sT

farTi

t(° C)

Qh/Qc

vent.

 375/31.33m2

20 °C/23 °C

2.88/4.62 kv

+2000/-1750m3/sT

farTi

temp.

rad.(pan)

 376/7.82m2

20 °C

0.63 m

farTi

temp.

rad.(pan)

 377/13.78m2

20 °C

0.77 m

farTi

temp.

rad.(pan)

 378/14.34m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 379/17.47m2

20 °C

0.92 m

farTi

temp.

rad.(pan)

 381/7.31m2

20 °C

0.63 m

farTi

temp.

rad.(pan)

 382/4.90m2

20 °C

0.46 m

farTi

temp.

rad.(pan)

 383/8.86m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 384/8.40m2

20 °C

0.67 m

farTi

temp.

rad.(pan)

 385/12.73m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 386/14.36m2

20 °C

0.79 m

farTi

temp.

rad.(pan)

 387/2.26m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 388/2.26m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 389/5.00m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 390/6.98m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 391/4.60m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 392/9.48m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 393/16.80m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 394/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 395/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 396/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 397/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 398/18.48m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 399/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 400/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 401/19.04m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 402/17.64m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 403/15.06m2

20 °C

0.89 m

farTi

temp.

rad.(pan)

 404/9.92m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 405/22.36m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 406/19.49m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 407/17.98m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 408/18.80m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 409/18.26m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 410/18.65m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 411/19.88m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 412/19.88m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 413/17.30m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 414/11.34m2

20 °C

0.52 m
farTi

temp.

rad.(pan)

 415/4.64m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 416/9.36m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 418/20.03m2

20 °C

0.66 m

farTi

temp.

rad.(pan)

 419/8.99m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 420/9.75m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 421/6.31m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 422/10.67m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 423/3.95m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 424/3.05m2

20 °C

0.46 m

farTi

temp.

rad.(pan)

 425/17.37m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 426/10.23m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 427/13.32m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 428/17.47m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 429/10.64m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 430/8.76m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 431/9.81m2

20 °C

0.50 m
farTi

temp.

rad.(pan)

 432/16.56m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 433/6.16m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 434/2.61m2

20 °C

0.45 m

farTi

temp.

rad.(pan)

 435/3.56m2

20 °C

0.45 m

farTi

temp.

rad.(pan)

 436/3.56m2

20 °C

0.45 m

farTi

temp.

rad.(pan)

 437/28.89m2

20 °C

2.12 m

farTi

temp.

rad.(pan)

 438/26.25m2

20 °C

1.48 m

farTi

temp.

rad.(pan)

 439/10.20m2

20 °C

0.73 m

farTi

temp.

rad.(pan)

 440/11.43m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 441/14.55m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 442/14.55m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 443/14.55m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 444/8.80m2

20 °C

0.66 m

farTi

temp.

rad.(pan)

 445/14.55m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 446/13.14m2

20 °C

1.18 m

farTi

temp.

rad.(pan)

 447/29.11m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 448/29.11m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 449/29.11m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 450/29.11m2

20 °C

1.61 m

farTi

temp.

rad.(pan)

 451/26.38m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 452/26.38m2

20 °C

2.01 m

farTi

temp.

rad.(pan)

 453/26.38m2

20 °C

1.53 m

farTi

temp.

rad.(pan)

 454/26.92m2

20 °C

1.55 m

farTi

temp.

rad.(pan)

 455/25.55m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 456/26.21m2

20 °C

1.53 m

farTi

temp.

rad.(pan)

 457/25.55m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 458/25.55m2

20 °C

1.52 m

farTi

temp.

rad.(pan)

 459/28.10m2

20 °C

1.58 m

farTi

temp.

rad.(pan)

 460/26.38m2

20 °C

1.53 m

farTi

temp.

rad.(pan)

 461/26.38m2

20 °C

1.53 m

farTi

temp.

rad.(pan)

 462/26.82m2

20 °C

1.55 m

farTi

temp.

rad.(pan)

 463/21.66m2

20 °C

1.42 m

farTi

temp.

rad.(pan)

 464/15.42m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 465/13.80m2

20 °C

0.83 m

farTi

temp.

rad.(pan)

 466/14.34m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 467/12.53m2

20 °C

0.80 m

farTi

temp.

rad.(pan)

 468/14.16m2

20 °C

0.84 m

farTi

temp.

rad.(pan)

 469/12.24m2

20 °C

0.79 m

farTi

temp.

rad.(pan)

 470/18.35m2

20 °C

0.95 m

farTi

temp.

rad.(pan)

 471/15.95m2

20 °C

1.28 m

farTi

temp.

rad.(pan)

 472/15.71m2

20 °C

1.40 m

farTi

temp.

rad.(pan)

 473/168.19m2

20 °C

5.15 m

farTi

temp.

rad.(pan)

 475/7.41m2

20 °C

0.18 m

farTi

temp.

rad.(pan)

 476/21.84m2

20 °C

0.99 m

farTi

temp.

rad.(pan)

 477/13.55m2

20 °C

0.92 m

farTi

temp.

rad.(pan)

 478/16.03m2

20 °C

0.40 m

farTi

temp.

rad.(pan)

 479/28.21m2

20 °C

2.44 m

farTi

temp.

rad.(pan)

 480/73.61m2

20 °C

1.84 m

farTi

temp.

rad.(pan)

 481/6.93m2

20 °C

0.18 m

farTi

temp.

rad.(pan)

 482/5.19m2

20 °C

0.13 m

farTi

temp.

rad.(pan)

 483/15.55m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 484/15.21m2

20 °C

0.38 m

farTi

temp.

rad.(pan)

 486/35.39m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 487/40.57m2

20 °C

1.24 m

farTi

temp.

rad.(pan)

 488/104.75m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 489/65.69m2

20 °C

0.77 m

farTi

temp.

rad.(pan)

 490/101.37m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 492/7.66m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 590/12.29m2

20 °C

0.31 m
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

100.22
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WC WC WC WCWC WCWCWC

farTi

t(° C)

Qh/Qc

vent.

 374/31.33m2

20 °C/23 °C

2.88/4.62 kv

+2000/-1750m3/sT

farTi

t(° C)

Qh/Qc

vent.

 375/31.33m2

20 °C/23 °C

2.88/4.62 kv

+2000/-1750m3/sT

farTi

temp.

rad.(pan)

 376/7.82m2

20 °C

0.63 m

farTi

temp.

rad.(pan)

 377/13.78m2

20 °C

0.77 m

farTi

temp.

rad.(pan)

 378/14.34m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

 379/17.47m2

20 °C

0.92 m

farTi

temp.

rad.(pan)

 381/7.31m2

20 °C

0.63 m

farTi

temp.

rad.(pan)

 382/4.90m2

20 °C

0.46 m

farTi

temp.

rad.(pan)

 383/8.86m2

20 °C

0.68 m

farTi

temp.

rad.(pan)

 384/8.40m2

20 °C

0.67 m

farTi

temp.

rad.(pan)

 385/12.73m2

20 °C

0.90 m

farTi

temp.

rad.(pan)

 386/14.36m2

20 °C

0.79 m

farTi

temp.

rad.(pan)

 387/2.26m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 388/2.26m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 389/5.00m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 390/6.98m2

20 °C

0.48 m

farTi

temp.

rad.(pan)

 391/4.60m2

20 °C

0.37 m

farTi

temp.

rad.(pan)

 392/9.48m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 393/16.80m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 394/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 395/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 396/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 397/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 398/18.48m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 399/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 400/18.82m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 401/19.04m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 402/17.64m2

20 °C

0.51 m

farTi

temp.

rad.(pan)

 403/15.06m2

20 °C

0.89 m

farTi

temp.

rad.(pan)

 404/9.92m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 418/20.03m2

20 °C

0.66 m

farTi

temp.

rad.(pan)

 419/8.99m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 420/9.75m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 421/6.31m2

20 °C

0.39 m

farTi

temp.

rad.(pan)

 422/10.67m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 423/3.95m2

20 °C

0.33 m

farTi

temp.

rad.(pan)

 424/3.05m2

20 °C

0.46 m

farTi

temp.

rad.(pan)

 425/17.37m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 426/10.23m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 427/13.32m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 484/15.21m2

20 °C

0.38 m

farTi

temp.

rad.(pan)

 486/35.39m2

20 °C

0.88 m

farTi

temp.

rad.(pan)

 487/40.57m2

20 °C

1.24 m

farTi

temp.

rad.(pan)

 488/104.75m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 489/65.69m2

20 °C

0.77 m

farTi

temp.

rad.(pan)

 492/7.66m2

20 °C

0.00 m

farTi

temp.

rad.(pan)

 590/12.29m2

20 °C

0.31 m

saoperacio

saoperacio

450x450

500m3/sT
450x450

500m3/sT

450x450

500m3/sT
450x450

500m3/sT

450x450

500m3/sT
450x450

500m3/sT

450x450

500m3/sT
450x450

500m3/sT
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∅25

∅25 ∅25 ∅25

farTi

t(° C)

Qh/Qc

vent.

 380/8.78m2

20 °C/23 °C

0.79/1.72 kv

+0/-350m3/sT

dgari. ∅50
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mimwodebeli mili(gaT)

paneluri radiatoris
parametrebi (Lm/Hmm)

centr milgayvanilobis
 diametrebi

gaTbobis kedlis qvabi

radiatori zomebiT

ferrolireset ecocomfort 1 2 340eco

dambrunebeli mili (gaT)

∅40

100.22

1.40 1.20 9.20 1.02 1.40 1.93 1.40 2.57 1.40 2.47 1.40 2.44 1.40 2.47 1.40 2.36 1.40 2.41 1.40 2.52 1.40 2.53 1.40 2.03 1.40 1.51 1.00 2.89

1.40 2.05 1.40 1.90 2.41 1.75 1.40 2.45 1.40 1.20 1.40 2.87 1.00 3.40 1.40 1.73 1.10 1.80 1.00
0.80

1.00 1.20 1.40 2.81 0.90 16.86

1.
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00
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00
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00
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100.22

6.
40

6.
40

4.20 4.22

30
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WC WC

WC

WC WC WCWC

WC

farTi

temp.

rad.(pan)

 403/15.06m2

20 °C

0.89 m

farTi

temp.

rad.(pan)

 404/9.92m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 405/22.36m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 406/19.49m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 407/17.98m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 408/18.80m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 409/18.26m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 410/18.65m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 411/19.88m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 412/19.88m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 413/17.30m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 414/11.34m2

20 °C

0.52 m
farTi

temp.

rad.(pan)

 415/4.64m2

20 °C

0.59 m

farTi

temp.

rad.(pan)

 416/9.36m2

20 °C

0.78 m

farTi

temp.

rad.(pan)

farTi

temp.

rad.(pan)

 426/10.23m2

20 °C

0.52 m

farTi

temp.

rad.(pan)

 427/13.32m2

20 °C

0.61 m

farTi

temp.

rad.(pan)

 428/17.47m2

20 °C

0.93 m

farTi

temp.

rad.(pan)

 429/10.64m2

20 °C

0.53 m

farTi

temp.

rad.(pan)

 430/8.76m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 431/9.81m2

20 °C

0.50 m
farTi

temp.

rad.(pan)

 432/16.56m2

20 °C

0.72 m

farTi

temp.

rad.(pan)

 433/6.16m2

20 °C

0.47 m

farTi

temp.

rad.(pan)

 434/2.61m2

20 °C

0.45 m

farTi

temp.

rad.(pan)

 435/3.56m2
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20 °C
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20 °C
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20 °C
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No. Name Model Quantity Unit Description

1 Mini C VRF(220~240V) MDV-V120W/DHN1(C) 1 Mini C VRF(220~240V)

2 Branch joint FQZHN-01D 1 Branch joint

3 AHU Kit AHUKZ-01D 1 AHU Kit

4 Pipe Ø9.53 11,0 m Copper pipe

5 Pipe Ø15.9 7,0 m Copper pipe

6 R410A refrigerant R410A 0,66 kg Extra Refrigerant Added

No. Name Model Quantity Unit Description

1 Mini C VRF(220~240V) MDV-V120W/DHN1(C) 1 Mini C VRF(220~240V)

2 Branch joint FQZHN-01D 1 Branch joint

3 AHU Kit AHUKZ-01D 1 AHU Kit

4 Pipe Ø9.53 17,0 m Copper pipe

5 Pipe Ø15.9 3,0 m Copper pipe

6 R410A refrigerant R410A 1,00 kg Extra Refrigerant Added

No. Name Model Quantity Unit Description

1 Mini C VRF(220~240V) MDV-V120W/DHN1(C) 1 Mini C VRF(220~240V)

2 Branch joint FQZHN-01D 1 Branch joint

3 AHU Kit AHUKZ-01D 1 AHU Kit

4 Pipe Ø9.53 18,0 m Copper pipe

5 Pipe Ø15.9 3,0 m Copper pipe

6 R410A refrigerant R410A 1,05 kg Extra Refrigerant Added

No. Name Model Quantity Unit Description

1 V6 VRF (380-415V) MV6-280WV2GN1 1 V6 VRF (380-415V)

2 Branch joint FQZHN-02D 1 Branch joint

3 AHU Kit AHUKZ-02D 1 AHU Kit

4 Pipe Ø9.53 18,0 m Copper pipe

5 Pipe Ø15.9 2,0 m Copper pipe

6 Pipe Ø22.2 1,0 m Copper pipe

7 Reducer Ø9.53<->Ø12.7 2 Reducer

8 R410A refrigerant R410A 1,05 kg Extra Refrigerant Added
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farTis Tbodanakargebi saaTSi

# Sida
gare(t) farT. koef, danak.

gare kedeli

farT. koef. danak.

kar-fanjara

gare(t) farT. koef danak.

iatakis konstruqcia

gare(t) farT. koef danak.

Weris konstruqcia

Tbodanakargebi zamTarSi

modin. dan(g)

dan(ventilacia)
gaTb. #
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0.90 kv

1.50 kv

0.53 kv

0.53 kv

0.20 kv

1.12 kv

1.12 kv

0.66 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.56 kv

0.20 kv

0.56 kv

1.93 kv

1.07 kv

2.12 kv

0.69 kv

0.69 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.53 kv

0.31 kv

0.53 kv

1.81 kv

1.63 kv

1.01 kv

1.06 kv

2.22 kv

2.22 kv

1.63 kv

1.15 kv

226

227

228

229

230

232

233

234

235

236

237

238

239

240

241

242

243

244

245

246

247

248

249

250

251

252

253

254

255

256

257

258

259

260

261

262

263

264

265

266

267

268

269

270

271

272

273

274

275

276

277

278

279

280

281

282

283

284

285

286

287

288

289

290

291

292

293

294

295

296

297

298

300

301

302

303

304

305

306

307

308

309

310

311

312

313

314

315

316

317

318

319

320

321

322

323

324

325

326

327

328

329

330

331

332

333

334

335

336

337

338

339

340

341

342

343

344

345

346

farTis Tbodanakargebi saaTSi

# Sida
gare(t) farT. koef, danak.

gare kedeli

farT. koef. danak.

kar-fanjara

gare(t) farT. koef danak.

iatakis konstruqcia

gare(t) farT. koef danak.

Weris konstruqcia

Tbodanakargebi zamTarSi

modin. dan(g)

dan(ventilacia)
gaTb. #

347

348

349

350

351

352

353

354

355

356

357

358

359

360

361

362

363

365

366

367

368

369

370

371

372

373

374

375

376

377

378

379

380

381

382

383

384

385

386

387

388

389

390

391

392

393

394

395

396

397

398

399

400

401

402

403

404

405

406

407

408

409

410

411

412

413

414

415

416

418

419

420

421

422

423

424

425

426

427

428

429

430

431

432

433

434

435

436

437

438

439

440

441

442

443

444

445

446

447

448

449

450

451

452

453

454

455

456

457

458

459

460

461

462

463

464

465

466

467

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C
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20 °C
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20 °C

20 °C
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-3 °C
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-3 °C
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-3 °C
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-3 °C

-3 °C

-3 °C

-3 °C

-3 °C
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-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C
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-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

-3 °C

7.8m2

7.8m2

26.7m2

0.0m2

7.0m2

0.0m2

0.0m2

0.0m2

7.3m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

5.8m2

0.0m2

0.0m2

0.0m2

32.5m2

32.5m2

7.8m2

7.3m2

7.3m2

9.1m2

7.8m2

7.8m2

4.6m2

8.4m2

8.4m2

12.2m2

7.5m2

4.6m2

4.6m2

13.1m2

9.0m2

5.8m2

8.7m2

8.7m2

9.9m2

9.9m2

9.9m2

9.9m2

9.9m2

9.9m2

9.9m2

9.9m2

9.9m2

16.2m2

8.7m2

13.1m2

10.2m2

10.2m2

10.2m2

10.2m2

10.2m2

10.2m2

10.2m2

10.2m2

10.2m2

12.5m2

18.0m2

14.5m2

8.7m2

8.7m2

6.4m2

10.4m2

4.6m2

8.4m2

17.1m2

10.2m2

13.1m2

17.1m2

10.4m2

8.7m2

9.6m2

16.2m2

8.7m2

8.1m2

8.1m2

8.1m2

31.3m2

14.2m2

9.0m2

6.4m2

7.8m2

7.8m2

7.8m2

7.8m2

7.8m2

20.3m2

15.7m2

15.7m2

15.7m2

15.7m2

29.9m2

29.9m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

15.7m2

9.3m2

9.3m2

9.3m2

9.3m2

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

1.46

312vt

312vt

1064vt

0vt

278vt

0vt

0vt

0vt

289vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

231vt

0vt

0vt

0vt

1296vt

1296vt

312vt

289vt

289vt

365vt

312vt

312vt

185vt

336vt

336vt

486vt

301vt

185vt

185vt

521vt

359vt

231vt

347vt

347vt

393vt

393vt

393vt

393vt

393vt

393vt

393vt

393vt

393vt

648vt

347vt

521vt

405vt

405vt

405vt

405vt

405vt

405vt

405vt

405vt

405vt

497vt

717vt

578vt

347vt

347vt

255vt

416vt

185vt

336vt

683vt

405vt

521vt

683vt

416vt

347vt

382vt

648vt

347vt

324vt

324vt

324vt

1249vt

567vt

359vt

255vt

312vt

312vt

312vt

312vt

312vt

810vt

625vt

625vt

625vt

625vt

1192vt

1192vt

625vt

625vt

625vt

625vt

625vt

625vt

625vt

625vt

625vt

625vt

625vt

370vt

370vt

370vt

370vt

2.8m2

0.0m2

5.6m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

2.8m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

0.0m2

2.8m2

0.0m2

0.0m2

0.0m2

8.4m2

8.4m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

5.6m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

5.6m2

2.8m2

2.8m2

5.6m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

5.6m2

5.6m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

2.8m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

5.6m2

2.8m2

2.8m2

2.8m2

2.8m2

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

2.00

213vt

0vt

427vt

0vt

0vt

0vt

0vt

0vt

213vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

0vt

213vt

0vt

0vt

0vt

639vt

639vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt
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213vt
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427vt
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213vt
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213vt
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213vt
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427vt

213vt
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213vt
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213vt

213vt

427vt

427vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt

213vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

427vt

213vt

213vt

213vt

213vt

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C
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20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

20 °C

14.4m2

14.5m2

49.8m2

92.5m2

21.7m2

31.7m2

43.0m2

17.3m2

9.8m2

36.2m2

11.8m2

17.1m2

11.1m2

8.0m2

6.3m2

6.3m2

16.8m2

8.3m2

8.3m2

4.6m2

7.2m2

5.1m2

18.4m2

14.1m2

5.2m2

3.9m2

31.3m2

31.3m2

7.8m2

13.8m2

14.3m2

17.5m2

8.8m2

7.3m2

4.9m2

8.9m2

8.4m2

12.7m2

14.4m2

2.3m2

2.3m2

5.0m2

7.0m2

4.6m2

9.5m2

16.8m2

18.8m2

18.8m2

18.8m2

18.8m2

18.5m2

18.8m2

18.8m2

19.0m2

17.6m2

15.1m2

9.9m2

22.4m2

19.5m2

18.0m2

18.8m2

18.3m2

18.6m2

19.9m2

19.9m2

17.3m2

11.3m2

4.6m2

9.4m2

20.0m2

9.0m2

9.7m2

6.3m2

10.7m2

3.9m2

3.0m2

17.4m2

10.2m2

13.3m2

17.5m2

10.6m2

8.8m2

9.8m2

16.6m2

6.2m2

2.6m2

3.6m2

3.6m2

28.9m2

26.2m2

10.2m2

11.4m2

14.6m2

14.6m2

14.6m2

8.8m2

14.6m2

13.1m2

29.1m2

29.1m2

29.1m2

29.1m2

26.4m2

26.4m2

26.4m2

26.9m2

25.5m2

26.2m2

25.5m2

25.5m2

28.1m2

26.4m2

26.4m2

26.8m2

21.7m2

15.4m2

13.8m2

14.3m2

12.5m2

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59

1.59
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farTis Tbodanakargebi saaTSi

# Sida
gare(t) farT. koef, danak.

gare kedeli

farT. koef. danak.

kar-fanjara

gare(t) farT. koef danak.

iatakis konstruqcia

gare(t) farT. koef danak.

Weris konstruqcia

Tbodanakargebi zamTarSi

modin. dan(g)

dan(ventilacia)
gaTb. #
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