
pirobiTi aRniSvnebi

0186 Tbilisi, saqarTvelo.

88 vaJa-fSavelas gam.

tel: (032) 2 94 55 19

E-mail:

climatproject@yahoo.com

formati A-3

saqarTvelo, q. Tbilisi

vaJa-fSavelas gam. #27(b)

tel: (32)2 500 700

E-mail:

q. TbilisSi, bogdan xmelenckis

#153(a)-Si mdebare S.p.s. aversis

klinikaTa qselis- “esTetikis
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გ.კ External wall 8.7 4.0 1 34.8 1.52 24 -10 34 24 38 14 1.2 1.00 2158 741 741

ფანჯარა Window 1.4 1.6 1 2.2 3.00 24 -10 34 24 38 14 1.2 1.05 288 94 სამ 250 0.5 280 374
იატაკი Floor 24.0 0.35 24 -10 34 24 38 14 1.0 1.00 286 118 118

23 გ.კ External wall 1.5 4.0 1 1.1 1.52 23 -10 33 23 38 15 1.2 1.00 66 25 adamiani 15 120 1 1800 5.0 19.0 95 1920 1.7 2.8
რკინის კარი Iron Door 1.4 3.5 1 4.9 5.00 23 -10 33 23 38 15 1.2 1.50 1455 368 ჩრდ 150 0.5 368 735

იატაკი Floor 19.0 0.35 23 -10 33 23 38 15 1.0 1.00 219 100 100

103 საპირ ფარ ეშო 23 იატაკი Floor 2.0 0.35 23 -10 33 23 38 15 1.0 1.00 23 11 adamiani 2 120 1 240 5.0 2.0 10 261 0.0 0.0

104 სასადილო 23 იატაკი Floor 3.0 0.35 23 -10 33 23 38 15 1.0 1.00 35 16 adamiani 4 120 1 480 5.0 3.0 15 511 0.0 0.5

23 გ.კ External wall 2.9 4.0 1 8.1 1.52 23 -10 33 23 38 15 1.2 1.00 488 185 adamiani 3 120 1 360 5.0 4.0 20 565 1.0 1.0
ფანჯარა Window 1.0 3.5 1 3.5 3.00 23 -10 33 23 38 15 1.2 1.05 437 158 ჩრდ 150 0.5 263 420
იატაკი Floor 4.0 0.35 23 -10 33 23 38 15 1.0 1.00 46 21 21

23 გ.კ External wall 2.8 4.0 1 7.7 1.52 23 -10 33 23 38 15 1.2 1.00 463 176 adamiani 2 120 1 240 5.0 9.0 45 461 1.9 1.7
გ.კ External wall 3.6 4.0 1 14.4 1.52 23 -10 33 23 38 15 1.2 1.00 867 328 danadgari 1 400 1 400 728

ფანჯარა Window 1.0 3.5 1 3.5 3.00 23 -10 33 23 38 15 1.2 1.05 437 158 ჩრდ 150 0.5 263 420
იატაკი Floor 9.0 0.35 23 -10 33 23 38 15 1.0 1.00 104 47 47
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